
EQUIPMENT NAMING KEY:

P 3 N-L-01

01, 02 ETC PER AREA

SEQUENCE IDENTIFIER:

3=THIRD FLOOR

1=FIRST FLOOR

FLOOR:

3=HIGH VOLTAGE 480Y/277V

1=LOW VOLTAGE 208Y/120V

OUTPUT VOLTAGE:

MCC=MOTOR CONTROL CENTER

R=RECEPTACLE

L=LIGHTING

P=POWER

TYPE:

4=PENTHOUSE

L=LOWER LEVEL

T=TRANSFORMER

S=SWITCHBOARD

E=EQUIPMENT

C=CRITICAL

S=LIFE SAFETY

N=NORMAL

SOURCE:

ELECTRICAL ABBREVIATION KEY

AFF ABOVE FINISHED FLOOR

ABBR: DESCRIPTION:

TYP TYPICAL

C CONDUIT

GFI GROUND FAULT INTERRUPTER

1. ##-### INDICATES ELECTRICAL EQUIPMENT DEFINED IN ELECTRICAL SCHEDULES OR 
SPECIFICATION. REFER TO DRAWINGS CONTAINING ELECTRICAL SCHEDULES. PERMANENT 
NAMEPLATE SHALL MATCH FINAL EQUIPMENT NOMENCLATURE, NOT ELECTRICAL 
EQUIPMENT TAG NAME, REFER TO SPECIFICATIONS.

2. {L###} INDICATES THE LIGHTING SEQUENCE OF OPERATION FOR THE SPACE. REFER TO THE 

LIGHTING SEQUENCE OF OPERATION MATRIX ON SHEET #/###.
3. "NL" INDICATES LUMINAIRE IS UNSWITCHED FOR NIGHT LIGHT.
4. SHADED LUMINAIRE OR DEVICE INDICATES LUMINAIRE OR DEVICE IS CONNECTED TO AN 

EMERGENCY CIRCUIT.

LUMINAIRE KEY:

DEVICE KEY:

ELECTRICAL MOUNTING SUBSCRIPT KEY:
A MOUNT AT +6" TO CENTERLINE ABOVE COUNTER OR BACKSPLASH
C MOUNT AT CEILING
H MOUNT ORIENTED HORIZONTALLY
+#" MOUNT AT +#" TO CENTER OF DEVICE

ELECTRICAL GENERAL NOTES:

LUMINAIRE

F1 = FIXTURE TAG
1 = CIRCUIT NUMBER
a = SWITCH DESIGNATION
NL = SUBSCRIPT (IF APPLICABLE)

*IF LABEL IS ORIENTED HORIZONTALLY A SLASH WILL SEPARATE THIS 
INFORMATION. EX: F1 / 1 / a / NL

DEVICE
A = MOUNTING (IF APPLICABLE)
1 = CIRCUIT NUMBER

*IF LABEL IS ORIENTED HORIZONTALLY A SLASH WILL SEPARATE THIS 
INFORMATION. EX: A / 1 

1. THE COMPLETE INSTALLATION SHALL BE IN ACCORDANCE WITH THE ADA STANDARDS FOR 
ACCESSIBLE DESIGN. 

2. CIRCUIT NUMBERS ARE SHOWN FOR CIRCUIT IDENTIFICATION. CIRCUITING SHALL AGREE 
WITH NUMBERING ON THE PANEL PROVIDED. COMMON NEUTRALS MAY NOT BE USED FOR 
BRANCH CIRCUITS. BALANCE THE LOAD ON PANEL AS EVENLY AS POSSIBLE BETWEEN EACH 
PHASE.

3. CIRCUITS SERVING EMERGENCY AND EXIT LUMINAIRES WILL BE RUN IN A SEPARATE 
RACEWAY FROM ALL OTHER CIRCUITS.

4. FLUSH MOUNT ALL LIGHTING CONTROL DEVICES AT +42" FROM FLOOR (CENTERLINE 
DIMENSION), EXCEPT WHERE OTHERWISE NOTED. DEVICES MAY BE SURFACE MOUNTED 
WHEN CONDUIT IS SPECIFIED EXPOSED.

5. FLUSH MOUNT ALL DUPLEX RECEPTACLES AND TECHNOLOGY OUTLETS AT +18" FROM 
FLOOR (CENTERLINE DIMENSION), EXCEPT WHERE OTHERWISE NOTED. RECEPTACLES AND 
OUTLETS MAY BE SURFACE MOUNTED WHEN CONDUIT IS SPECIFIED EXPOSED.

6. ALL MATERIALS USED TO SEAL PENETRATIONS OF FIRE RATED WALLS AND FLOORS SHALL 
BE TESTED AND CERTIFIED AS A SYSTEM PER ASTM E814 STANDARDS FOR FIRE TESTS OF 
THROUGH-PENETRATION FIRESTOPS. REFER TO DIVISION 7 FOR ADDITIONAL INFORMATION 
AND REQUIREMENTS SPECIFIC TO FIRESTOPPING. 

7. CONNECTION FOR ELECTRIC WATER COOLERS (EWC) SHALL BE A RECEPTACLE. 
CONTRACTOR TO VERIFY RECEPTACLE LOCATION.

8. MOUNT ALL FIRE ALARM PULL STATIONS AT +42" FROM FLOOR (CENTERLINE DIMENSION) 
EXCEPT WHERE OTHERWISE NOTED.

9. INSTALL ALL WALL MOUNTED FIRE ALARM NOTIFICATION DEVICES AT 90" ABOVE FINISHED 
FLOOR OR 6" BELOW THE CEILING, WHICHEVER IS LOWER, EXCEPT WHERE OTHERWISE 
NOTED. HEIGHT SHALL BE MEASURED TO THE TOP OF THE DEVICE.

10. CONTRACTOR SHALL COORDINATE THE LOCATION OF ALL CEILING MOUNTED DEVICES AND 
EQUIPMENT WITH LUMINAIRES, SPRINKLER, AND CEILING DIFFUSERS. CENTER ALL DEVICES 
IN CEILING TILE PATTERN. SMOKE DETECTORS AND OCCUPANCY/VACANCY SENSORS SHALL 
BE LOCATED NO CLOSER THAN 3 FEET TO AN AIR SUPPLY DIFFUSER OR RETURN GRILLE.

11. CONTRACTOR SHALL VERIFY ALL FURNITURE, MODULAR FURNITURE, AND EQUIPMENT 
LOCATIONS WITH ARCHITECTURAL PLANS, ELEVATIONS, AND REVIEWED SHOP DRAWINGS. 
PRIOR TO MAKING THE ACTUAL ELECTRICAL INSTALLATION, THIS CONTRACTOR SHALL 
ADJUST RECEPTACLES, OUTLETS, OR CONNECTION LOCATIONS TO ACCOMMODATE 
FURNITURE AND/OR EQUIPMENT.

12. ELECTRICAL AND TECHNOLOGY EQUIPMENT SHALL BE MOUNTED TO AVOID IMPEDANCE OF, 
OPERATION OF, AND/OR ACCESS TO ELECTRICAL AND MECHANICAL EQUIPMENT. ALL 
MOUNTING OF ELECTRICAL AND TELECOMMUNICATIONS EQUIPMENT, ON EQUIPMENT 
SUPPLIED BY ANOTHER CONTRACTOR, SHALL BE APPROVED IN ADVANCE BY THE OTHER 
CONTRACTOR.

13. CONTRACTOR SHALL BE RESPONSIBLE FOR ALL OPENINGS REQUIRED IN WALLS. ALL 
OPENINGS SHALL BE REPAIRED TO MATCH EXISTING BY A QUALIFIED CONTRACTOR AT THE 
EXPENSE OF THIS CONTRACTOR. ALL CONDUITS THROUGH WALLS SHALL BE GROUTED OR 
SEALED INTO OPENINGS.

14. ALL WELDING SHALL BE ACCORDING TO AMERICAN WELDING SOCIETY STANDARDS. 
CONTRACTOR SHALL FURNISH TO THE ARCHITECT/ENGINEER CERTIFICATES QUALIFYING 
EACH WELDER, PRIOR TO START OF WORK. THE ARCHITECT/ENGINEER RESERVES THE 
RIGHT TO REQUIRE QUALIFYING DEMONSTRATION, AT THE CONTRACTOR'S EXPENSE, OF 
ANY WELDERS ASSIGNED TO THE JOB.

15. CONTRACTOR SHALL REMOVE AND REINSTALL ALL CEILING TILES AS REQUIRED FOR THE 
EXECUTION OF ELECTRICAL WORK. CONTRACTOR SHALL REPLACE CEILING TILES WITH 
IDENTICAL MATERIAL WHERE DAMAGED BY THIS CONTRACTOR.

16. REFER TO ARCHITECTURAL REFLECTED CEILING PLAN, ELECTRICAL, TECHNOLOGY 
AUDIO/VISUAL, AND OTHER ELECTRICAL PLANS FOR EXACT LOCATIONS OF ALL CEILING 
MOUNTED DEVICES, OTHER THAN SPRINKLERS. 

ELECTRICAL INSTALLATION NOTES:NORMAL BRANCH LUMINAIRE 

CRITICAL BRANCH LUMINAIRE 

EMERGENCY LIFE SAFETY BRANCH LUMINAIRE
UNSWITCHED FOR NIGHT LIGHT, UNLESS NOTED 'SE'

LUMINAIRE SYMBOL KEY

SYMBOL: DESCRIPTION:

CB-# CIRCUIT BREAKER, REFER TO DISCONNECT AND STARTER SCHEDULE 26 14 19

DP-# DISTRIBUTION PANEL 26 24 16

DS-# DISCONNECT SWITCH, REFER TO DISCONNECT AND 
STARTER SCHEDULE

26 28 16

DTR-# TRANSFORMER - DISTRIBUTION TYPE 26 12 19

26 27 26FB-# FLOOR BOX

26 24 19FCS-# FUSIBLE COMBINATION STARTER, REFER TO DISCONNECT AND 
STARTER SCHEDULE

26 28 16FDS-# FUSIBLE DISCONNECT SWITCH, REFER TO DISCONNECT AND 
STARTER SCHEDULE

26 28 31LC-# LIGHTING CONTACTOR, REFER TO CONTACTOR SCHEDULE

26 09 33LCP-# LIGHTING CONTROL PANEL, REFER TO CONTROL MATRIX

26 09 33LCS-# LIGHTING CONTROL STATION

26 24 19MS-# MANUAL STARTER, REFER TO DISCONNECT AND STARTER SCHEDULE

26 24 19MX-# MANUAL SWITCH, REFER TO DISCONNECT AND STARTER SCHEDULE

REC-# RECEPTACLE - SPECIAL USE 26 27 26

TR-# TRANSFORMER - DRY TYPE, REFER TO TRANSFORMER SCHEDULE 26 22 00

VFD-# VARIABLE FREQUENCY DRIVE - REFER TO VFD SCHEDULE 26 29 23

WB-# WALL BOX 26 05 33

WW-# WIREWAY 26 05 35

26 12 13
26 12 21

C-# GENERAL PURPOSE CONTACTOR 26 28 21

ELECTRICAL EQUIPMENT TAGS

TAG: DESCRIPTION:
RELATED 

SPECIFICATION

F# LUMINAIRE TYPE 26 51 00

FA-100 28 31 00 FIRE ALARM CONTROL PANEL 

FA-200 28 31 00 FIRE ALARM VISUAL NOTIFICATION 
DEVICE - WALL MOUNTED

V1 V3

V7 VH

FA-211 28 31 00 FIRE ALARM AUDIO/VISUAL NOTIFICATION 
DEVICE - WALL MOUNTED

A1 A3

A7 AH

AS

FA-210 28 31 00 FIRE ALARM AUDIO NOTIFICATION DEVICE -
WALL MOUNTED 

A

FA-201 28 31 00 FIRE ALARM VISUAL NOTIFICATION 
DEVICE - CEILING MOUNTED

V1 V3

V7 VH

FA-231 28 31 00 FIRE ALARM AUDIO/VISUAL NOTIFICATION 
DEVICE - CEILING MOUNTED

A1 A3

A7 AH

FA-203 28 31 00 FIRE ALARM VISUAL NOTIFICATION DEVICE -
WALL MOUNTED - WEATHERPROOF

V
W

FA-212 28 31 00 FIRE ALARM AUDIO/VISUAL NOTIFICATION 
DEVICE - WALL MOUNTED - WEATHERPROOF

AW

FA-233 28 31 00 FIRE ALARM AUDIO NOTIFICATION DEVICE -
WALL MOUNTED - MINI-HORN

MH

FA-230 28 31 00 FIRE ALARM AUDIO NOTIFICATION 
DEVICE - CEILING MOUNTED 

A

SD FA-120 28 31 00 FIRE ALARM SMOKE DETECTOR - CEILING 
MOUNTED

SD FA-122 28 31 00 FIRE ALARM DUCT SMOKE DETECTOR

SD FA-123 28 31 00 FIRE ALARM IN DUCT SMOKE DETECTOR

FA-140 28 31 00 FIRE ALARM HEAT DETECTOR H

FA-130 28 31 00 FIRE ALARM MANUAL PULL STATIONF

FA-161 28 31 00 FIRE ALARM ADDRESSABLE RELAYAR

FA-160 28 31 00 FIRE ALARM ADDRESSABLE MONITOR MODULEMM

FA-250 28 31 00 FIRE ALARM SMOKE DAMPER - WALL 
MOUNTED

SD

FA-251 28 31 00 SMOKE OR FIRE DAMPER CONTROLLERARD

FA-260 28 31 00 FIRE ALARM FLOW SWITCH TO MONITOR FIRE 
PROTECTION SYSTEM

FS

FA-261 28 31 00 FIRE ALARM MONITOR SWITCH TO 
MONITOR FIRE PROTECTION SYSTEM

MS

FA-262 28 31 00 FIRE ALARM POST INDICATOR VALVE 
CONNECTION

PIV

FA-263 28 31 00 FIRE ALARM ELECTRONIC BELL FOR 
SPRINKLER SYSTEM

EB

FA-252 28 31 00 FIRE ALARM HOISTWAY DAMPERHD

FA-253 28 31 00 FIRE ALARM HOISTWAY DAMPER SWITCHHDS
#

FA-271 28 31 00 FIRE ALARM DOOR HOLD OPEN DEVICEDH
I

FA-272 28 31 00 FIRE ALARM HOLD OPEN OVERRIDE 
CONNECTION

DH
PD

FA-270 28 31 00 FIRE ALARM ELECTROMAGNETIC DOOR 
HOLD DEVICE

DH

FA-241 28 31 00 FIRE ALARM REMOTE INDICATORRI

FA-240 28 31 00 FIRE ALARM REMOTE INDICATOR 
AND TEST SWITCH

RTS/I

CO FA-150 FIRE ALARM CARBON MONOXIDE 
DETECTOR

PP ARCH PUSH PADPP

DB ARCH DOOR BELLDB

HD ARCH HAND DRYERHD

28 31 00

VS

VS

SW-1P 26 09 33 SWITCH - SINGLE POLE

SW-3W 26 09 33 SWITCH - THREE WAY3

SW-4W 26 09 33 SWITCH - FOUR WAY4

SW-1P-WP 26 09 33 SWITCH - WEATHERPROOFW

SW-1P-M 26 09 33 SWITCH - MOMENTARY CONTACTM

SW-OC-P-0 SWITCH - OCCUPANCY SENSOR WALL SWITCH0

OC SW-OC-P-P OCCUPANCY SENSOR - PASSIVE INFRARED 
360 DEGREE COVERAGEP

OC SW-OC-U OCCUPANCY SENSOR - ULTRASONIC 360 
DEGREE COVERAGEU

OC SW-OC-U-A OCCUPANCY SENSOR - ULTRASONIC TWO 
SIDED CORRIDOR COVERAGEA

OC SW-OC-D OCCUPANCY SENSOR - DUAL TECHNOLOGY
D

ETD ETD EMERGENCY LIGHTING CONTROL - 2A

LS SW-LS DAYLIGHT LEVEL SENSOR 

LS SW-LS-3Z DAYLIGHT LEVEL SENSOR - 3 ZONE
3

LS SW-LS-D DAYLIGHT LEVEL SENSOR - 1 ZONE DIMMING
D

26 09 33

26 09 33

26 09 33

26 09 33

26 09 33

26 09 33

SW-LS-PC PHOTOCELL26 09 33PC

F# LINEAR LUMINAIRES26 51 00

F# TROFFER

F# WALL SCONCE LUMINAIRE

F# DOWNLIGHT LUMINAIRE

F# AIMABLE OR WALL WASH LUMINAIRE

F# INDUSTRIAL LUMINAIRE

X# SINGLE FACE EXIT SIGN

X# DOUBLE FACE EXIT SIGN

XM# EMERGENCY UNIT

F# WALL BRACKET LUMINAIRE

26 51 00

26 51 00

26 51 00

26 51 00

26 51 00

26 51 00

26 51 00

26 51 00

26 51 00

CB-# 26 28 16 CIRCUIT BREAKER - SURFACE MOUNTED

CB-# 26 28 16 CIRCUIT BREAKER - FLUSH MOUNTED

DS-# 26 28 16 DISCONNECT

26 09 33

26 09 33

26 09 33

AS

SW-D-LED DIMMER - LED
D

26 09 33

SW-D3-LED DIMMER - LED - 3-WAY
D3

26 09 33

ELECTRICAL SYMBOL LIST

SYMBOL: TAG:
SPEC 

SECTION:
DESCRIPTION:

FA-254 28 31 00 FIRE ALARM SMOKE DAMPER WITH DUCT 
DETECTOR AND ADDRESSABLE RELAY

SD

SW-OD DIMMER - WALL DIMMER OCCUPANCY SENSOR
O

26 09 33

SW WALL CONTROL STATION26 09 33SW

LCD SW-LCD LIGHTING CONTROL LCD STATION26 09 33

TC-# TIME SWITCH 26 09 33TC

REC-TAMP 26 27 26 DUPLEX RECEPTACLE, TAMPERPROOF, 125V

REC-FB-# 26 27 26 FLOOR BOX - POKE THRU, 125V

FB-2 26 27 26 FLOOR BOX - DUAL COMPARTMENT

FB-1 26 27 26 FLOOR BOX - DUPLEX RECEPTACLE

JB 26 05 33 JUNCTION BOX
J

J

ECONN 26 05 33 ELECTRICAL CONNECTION
E

E

WW-# 26 05 35 ELECTRICAL WIREWAY w/ DEVICES SHOWN

PANEL '###' 26 24 16 PANELBOARD - SURFACE MOUNT

PANEL '###' 26 24 16 PANELBOARD - RECESS MOUNT

PB PB 26 09 16 MOMENTARY PUSHBUTTON OPERATOR

ES ES 26 09 16 EMERGENCY STOP, N.C. CONTACT

EPO 26 09 16 EMERGENCY STOP, N.O. CONTACTEPO

ST 26 09 16 SHUNT TRIPST

MX-#/MS-#/FCS-# 26 24 19 MANUAL SWITCH / STARTER / COMBINATION 
STARTER

LCS-# 26 09 33 LIGHTING CONTROL STATION

REC-TAMP-GFI 26 27 26 GFI DUPLEX RECEPTACLE, TAMPERPROOF, 125V

REC-TAMP-QUAD 26 27 26 QUAD RECEPTACLE, TAMPERPROOF, 125V

EPO#

REC-DUP 26 27 26 DUPLEX RECEPTACLE, 125V

REC-DUP-GFI 26 27 26 DUPLEX GFI RECEPTACLE, 125V

REC-QUAD 26 27 26 QUAD RECEPTACLE, 125V 

REC-QUAD-GFI 26 27 26 QUAD GFI RECEPTACLE, 125V

ELECTRICAL SYMBOL LIST

SYMBOL: TAG:
SPEC 

SECTION:
DESCRIPTION:

TR-# 26 22 00 TRANSFORMER

REC-QUAD-WP 26 27 26 QUAD GFI WEATHERPROOF RECEPTACLE, 125V
W

#

FA-220 28 31 00 EMERGENCY NOTIFICATION -
AUDIO/VISUAL - WALL MOUNTED

A11 A33

A77 AHH

AS#

FA-202 28 31 00 EMERGENCY NOTIFICATION - VISUAL -
WALL MOUNTED

V11 V33

V77 VHH

REC-DUP-WP 26 27 26 DUPLEX GFI WEATHERPROOF RECEPTACLE 125V
W

SD FA-120 28 31 00 FIRE ALARM SMOKE DETECTOR POWERED 
DOOR - CEILING MOUNTED PD

1. EXISTING CONDITIONS ARE SHOWN BASED ON INFORMATION OBTAINED FROM FIELD 
SURVEYS, EXISTING BUILDING DOCUMENTS, AND STAFF. VERIFY EXISTING CONDITIONS AND 
REPORT ANY CONFLICTS BEFORE PROCEEDING. 

2. NOT ALL EXISTING EQUIPMENT, LUMINAIRES, AND CONDUIT ARE SHOWN. VERIFY EXISTING 
CONDITIONS AND REPORT ANY CONFLICTS WITH NEW WORK BEFORE STARTING WORK. 

3. FIELD VERIFY THE AVAILABLE CLEARANCES FOR CABLE TRAY, BUSWAY AND CONDUITS 
BEFORE FABRICATION. RISES AND DROPS MAY BE NECESSARY BECAUSE OF EXISTING 
FIELD CONDITIONS. 

4. EACH CONTRACTOR SHALL FIELD VERIFY ACCESSIBILITY TO THE AREA OF HIS/HER WORK 
AND SHALL NOTIFY THE GENERAL CONTRACTOR PRIOR TO BIDDING IF OTHER UTILITIES ARE 
REQUIRED TO BE REMOVED OR RELOCATED TO ALLOW ACCESS TO HIS/HER AREA OF 
WORK. 

5. WHERE EXISTING ELECTRICAL SYSTEMS ARE LOCATED IN AREAS THAT CONFLICT WITH NEW 
EQUIPMENT, PIPING, OR DUCTWORK TO BE INSTALLED, EACH CONTRACTOR SHALL EITHER 
ARRANGE NEW EQUIPMENT, CONDUIT, OR DUCTWORK IN SUCH A FASHION THAT IT DOES 
NOT CONFLICT WITH EXISTING SYSTEMS, OR REWORK EXISTING ELECTRICAL SYSTEMS TO 
ALLOW FOR INSTALLATION OF NEW EQUIPMENT, PIPING, OR DUCTWORK.

ELECTRICAL RENOVATION NOTES:
THESE NOTES APPLY TO ALL ELECTRICAL SHEETS AND TRADES, INCLUDING BUT NOT LIMITED 
TO, LIGHTING, POWER, AND SYSTEMS.

ELECTRICAL PHASING NOTES:
THESE NOTES APPLY TO ALL ELECTRICAL SHEETS AND TRADES, INCLUDING BUT NOT LIMITED 
TO, LIGHTING, POWER, AND SYSTEMS.

1. REFER TO ARCHITECTURAL DRAWINGS FOR GENERAL DESCRIPTION OF PHASES. REFER TO 
[CONSTRUCTION MANAGER'S/GENERAL CONTRACTOR'S/ARCHITECT'S] INSTRUCTIONS FOR 
MORE DETAILS, PHASING SCHEDULES AND FOR CONCURRENT WORK. MECHANICAL, 
ELECTRICAL AND TECHNOLOGY DRAWINGS DEPICT THE INTENT OF THE FINAL DESIGN. THE 
MECHANICAL, ELECTRICAL, AND TECHNOLOGY DRAWINGS DO NOT DEPICT THE MEANS AND 
METHODS TO MEET THE REQUIREMENTS OF THE PHASING CRITERIA. 

2. REVIEW PROJECT PHASING PLANS TO COORDINATE DEMOLITION WORK, OUTAGES, ETC. 
WITH AFFECTED ADJACENT AREAS.

3. PROVIDE TEMPORARY LIGHTING, POWER, SYSTEMS, ETC. AS NEEDED TO MAINTAIN SERVICE 
TO ALL AREAS DURING ALL PHASES OF PROJECT. 

4. INSTALL TEMPORARY LIGHTING, CIRCUITS, ETC. AS NECESSARY TO KEEP ALL OCCUPIED 
SPACES OPERATIONAL THROUGHOUT ALL PHASES OF THE PROJECT 

5. PHASE DEMOLITION WORK TO MINIMIZE DOWNTIME.

SECURITY CONTRACTORS.C.

NURSE CALL CONTRACTORN.C.C.

GENERAL CONTRACTORG.C.

MECHANICAL CONTRACTORM.C.

ELECTRICAL CONTRACTORE.C.

CONTRACTOR ABBREVIATION KEY

ABBR: DESCRIPTION:

TECHNOLOGY CONTRACTORT.C.

CONSTRUCTION MANAGERC.M.

CAMS BUILDING ELEC NAMING KEY

ELECTRICAL SHEET INDEX
E000 ELECTRICAL COVER SHEET

E050 SITE PLAN - ELECTRICAL

ELD100 LOWER LEVEL DEMOLITION PLAN - LIGHTING

EL100 LOWER LEVEL FLOOR PLAN - LIGHTING

EPD100 LOWER LEVEL DEMOLITION PLAN - POWER

EP100 LOWER LEVEL FLOOR PLAN - POWER

ESD100 LOWER LEVEL DEMOLITION PLAN - FIRE ALARM

ES100 LOWER LEVEL FLOOR PLAN - FIRE ALARM

EP200 ROOF PLAN - ELECTRICAL

E500 SCHEDULES - ELECTRICAL

E501 SCHEDULES - ELECTRICAL

E502 SCHEDULES - ELECTRICAL

SUGGESTED MATRIX OF RESPONSIBILITY

ITEM: SHOWN ON:
FURNISHED

BY:
INSTALLED

BY: NOTES:

TECHNOLOGY ROUGH-IN, REFER TO
GENERAL TECHNOLOGY EQUIPMENT
SCHEDULE AND SPECIFICATIONS FOR
DEFINITION

T-SERIES E.C. E.C. 3. 4.

INFORMATION OUTLET FACEPLATES,
JACKS, AND TERMINATIONS

T-SERIES T.C. T.C.

CONDUIT SLEEVES (WHEN SHOWN ON
DRAWINGS)

T-SERIES E.C. E.C.

CONDUIT SLEEVES (NOT SHOWN BUT
REQUIRED FOR PROPER INSTALLATION
OF SYSTEM)

N/A T.C. T.C. 2. 4.

TELECOMMUNICATION SYSTEMS
ROUGH-IN

T-SERIES E.C. E.C. 1.

TELECOMMUNICATION EQUIPMENT,
CABLING, AND TERMINATIONS

T-SERIES T.C. T.C.

NURSE CALL ROUGH-IN T-SERIES N.C.C. E.C.

NURSE CALL EQUIPMENT, CABLING,
AND TERMINATIONS

T-SERIES N.C.C. T.C.

CABLE TRAY (INCLUDING WIRE BASKET
TRAY) REFER TO SPECIFICATION
SECTION 27 05 28 FOR DEFINITION

T-SERIES E.C. E.C.

GROUNDING LUGS ON TECHNOLOGY
EQUIPMENT

T-SERIES T.C. E.C. 6.

BONDING SYSTEM FOR TECHNOLOGY
SYSTEM, REFER TO SPECIFICATION
SECTION 27 05 26 FOR DEFINITION

T-SERIES E.C. E.C. 7. 8.

CONNECTION OF TECHNOLOGY
BONDING SYSTEM TO THE ELECTRICAL
GROUND SYSTEM

T-SERIES E.C. E.C.

LINE VOLTAGE POWER (+120V OR
GREATER)

E-SERIES E.C. E.C.

LINE VOLTAGE POWER (NOT SHOWN
BUT REQUIRED FOR PROPER
INSTALLATION OF SYSTEM)

N/A T.C. E.C. 2. 4.

LINE VOLTAGE POWER FOR DOOR
HARDWARE POWER SUPPLIES

ARCH SPEC E.C. E.C.

LOW VOLTAGE CABLING FOR
TECHNOLOGY SYSTEMS

T-SERIES T.C. T.C.

CABLE HANGERS AND SUPPORTS OR
OTHER CABLE ROUTING METHODS
(OTHER THAN CONDUIT AND CABLE
TRAY)

T-SERIES T.C. T.C. 5.

SUGGESTED MATRIX OF RESPONSIBILITY NOTES

1. LOCATIONS OF TELECOMMUNICATIONS ROUGH-INS SHALL BE INDICATED BY THE INFORMATION
OUTLET SYMBOLS ON THE DRAWINGS. REFER TO THE TECHNOLOGY SYMBOL LIST FOR
ADDITIONAL INFORMATION.

2. BASED ON THE INHERENT DIFFERENCES IN PRODUCTS FROM VARIOUS MANUFACTURERS, ALL
REQUIRED EQUIPMENT MAY NOT BE SHOWN ON THE DRAWINGS FOR ALL ACCEPTABLE
MANUFACTURERS.

3. INCLUDES BACKBOXES AND CONDUIT REQUIRED FOR THE TECHNOLOGY SYSTEMS
INSTALLATION. THE E.C. SHALL BASE THE BID ON THE BASIS OF DESIGN SHOWN ON THE
CONTRACT DOCUMENTS.

4. ALL CHANGES TO THE SLEEVES, BACKBOXES, CONDUITS, AND POWER REQUIRED BECAUSE OF
THE T.C.'S SELECTION OF AN ALTERNATE ACCEPTABLE MANUFACTURER OR FROM SYSTEM
CONFIGURATIONS THAT ARE LEFT TO THE CHOICE OF THE CONTRACTOR SHALL BE INCLUDED
IN THE T.C.'S BID. THIS BID SHALL INCLUDE INSTALLATION BY A LICENSED ELECTRICIAN.

5. UNLESS TRADE RULES DICTATE OTHERWISE.

6. FURNISHED AS PART OF THE EQUIPMENT WHEN POSSIBLE, OR FURNISHED TO THE E.C. FOR
INSTALLATION IN THE FIELD.

7. INCLUDES ALL CONDUCTORS, GROUND BARS, AND TERMINATIONS FOR THE COMPLETE
BONDING SYSTEM REQUIRED BY THE SPECIFICATIONS.

8. REFER TO ELECTRICAL DRAWINGS FOR LOCATIONS OF PANELS AND SWITCHBOARDS SHOWN
IN THE TECHNOLOGY BONDING RISER DIAGRAM AND TYPICAL TELECOM ROOM BONDING FLOW
DIAGRAM.

111 West Wisconsin Avenue, Milwaukee, Wisconsin 
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ENCLOSURE: NEMA 1 UNLESS SPECIFIED OTHERWISE

EL - ELECTROSTATIC SHEILD

NL - 200% RATED NEUTRAL

PE - NEMA PREMIUM EFFICIENCY NV - NON-VENTILATED

HM - HARMONIC MITIGATING FL - FILTERED

K13 - K13 RATED DRY TYPE LIQ - LIQUID FILLED RS - EPOXY RESIN ENCAPSULATED

K4 - K4 RATED DRY TYPE BB - BUCK BOOST CU - COPPER WINDINGS

K1 - DOE 2016 DRY TYPE AUT - AUTOTRANSFORMER AL - ALUMINUM WINDINGS

TYPE: REMARKS:

TRANSFORMER SCHEDULE

TAG NAME
KVA

RATING TYPE

MAX.
TEMP.
RISE C.

PRIMARY SECONDARY
VOLTAGE

SECONDA
RY TAPS

REMARKS APPROVED MANUFACTURERVOLTS PH PH % REG #(+) #(-)

T1C-L-03 75 kVA K-1 150
115

480 V 3 208Y/120 3 2.5 2 4 SQUARE D 7400 EX SERIES
EATON V48M SERIES
GENERAL ELECTRIC 9T
SERIES
HAMMOND TYPE SG
HAMMOND TYPE SG
SIEMENS 3F3

T1N-L-03 75 kVA K-1 150
115

480 V 3 208Y/120 3 2.5 2 4 SQUARE D 7400 EX SERIES
EATON V48M SERIES
GENERAL ELECTRIC 9T
SERIES
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KEYNOTES:

1. RECONNECT LIGHT FIXTURE TO RETAINED 
LIGHTING CIRCUIT DURING DEMO USING 2#6 
AND 1#6 GND IN 3/4" C. ROUTE THROUGH 
EXISTING LIGHTING CONTACT SERVING THE 
SOUTH SIDE.

2. ROUTE CIRCUIT FEEDING THE LIGHT FIXTURE 
THROUGH A SPARE EXTERIOR EGRESS 
LIGHTING CONTACT.

#GENERAL NOTES :

1. E.C. SHALL DEMOLISH ALL LANDSCAPE 
FIXTURES IN AREA OF WORK AND RETURN TO 
OWNER. REFER TO ARCHITECTURAL 
DRAWINGS FOR AREA OF WORK. RETAIN 
LIGHTING CIRCUIT DURING DEMO.
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  LOWER LEVEL FLOOR PLAN - LIGHTING

KEYNOTES:

1. REINSTALL RETAINED 3-WAY SWITCH DURING 
DEMO IN THIS LOCATION. REROUTE AND 
EXTEND WIRING AS NECESSARY.

2. PROVIDE RELAYS TO CONTROL F12 FIXTURE 
THROUGH THE NURSE CALL PILLOW SPEAKER 
AND WALL CONTROLS. AMBIENT PORTION OF 
THE FIXTURE IS CONTROLLED AT THE DOOR,  
HEADWALL, AND THROUGH THE PILLOW 
SPEAKER. EXAM PORTION OF F12 IS 
CONTROLLED AT THE HEADWALL AND 
THROUGH THE PILLOW SPEAKER. 
COORDINATE EXACT RELAY TYPE WITH NURSE 
CALL VENDOR.

3. REFER TO 1/E502 FOR ADDITIONAL 
INFORMATION FOR NEW NORMAL POWER 
LIGHTING CONTACTOR.

4. WALL SCONCES SHALL BE CONTROLLED VIA 
OCCUPANCY SENSORS ONLY.

5. CONNECT EXISTING FIXTURE TO LIFE-SAFETY 
CIRCUIT FEEDING CORRIDOR SPACE.

#

GENERAL NOTES :

1. ALL CORRIDOR LIGHTS SHALL BE TIED INTO 
THE EXISTING LIGHTING CONTROL SYSTEM.

2. ANY NORMAL POWERED LIGHT FIXTURES WITH 
UPPERCASE 'C' IN THE FIXTURE TAG NAME 
SHALL BE ROUTED THROUGH A NORMAL 
POWER LIGHTING CONTACT. REFER TO SHEET 
1/E502 FOR LIGHTING CONTACTOR 
INFORMATION.

3. ANY CRITICAL POWERED LIGHT FIXTURES 
WITH AN UPPERCASE 'C' IN THE FIXTURE TAG 
NAME SHALL BE ROUTED THROUGH A SPARE 
CRITICAL LIGHTING CONTACT IN THE CRITICAL 
LIGHTING CONTACTOR LOCATED IN 
ELECTRICAL LL-25.

CIRCUIT ALL NORMAL LIGHTING LOADS TO
PANEL 'L3N-L-01' UNLESS NOTED OTHERWISE.

CIRCUIT ALL FULL SHADE  LIGHTING
LOADS TO PANEL 'L3C-L-01' UNLESS NOTED
OTHERWISE.

CIRCUIT ALL EMERGENCY (HALF SHADE AND 
EXIT SIGNS) LIGHTING LOADS TO PANEL 
'L3S-L-01' UNLESS NOTED OTHERWISE.
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KEYNOTES:

1. RETAIN 3-WAY SWITCH DURING DEMO. REFER 
TO EL100 FOR NEW LOCATION.

2. ALTERNATE 1 : E.C. SHALL PROVIDE 
ALTERNATE PRICING FOR THESE SPACES WITH 
ALL LIGHTING DEVICES EXISTING TO REMAIN. 
BASE BID IS AS SHOWN. REFER TO EL100 FOR 
BASE BID PRICING.
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 1/8" = 1'-0"1
  LOWER LEVEL FLOOR PLAN - POWER

KEYNOTES:

1. ALL UNSHADED RECEPTACLES SHALL BE FED 
FROM NORMAL POWER PANEL 'R1N-L-03'. ALL 
SHADED RECEPTACLES SHALL BE FED FROM 
CRITICAL POWER PANEL 'R1C-L-03'.

2. ALL UNSHADED RECEPTACLES SHALL BE FED 
FROM NORMAL POWER PANEL 'R1N-L-02'. ALL 
SHADED RECEPTACLES SHALL BE FED FROM 
CRITICAL POWER PANEL 'R1C-L-02'.

3. ALL UNSHADED RECEPTACLES SHALL BE FED 
FROM NORMAL POWER PANEL 'R1N-L-01'. ALL 
SHADED RECEPTACLES SHALL BE FED FROM 
CRITICAL POWER PANEL 'R1C-L-01'.

4. VERIFY MOUNTING HEIGHT OF TV WITH 
OWNER AND ARCHITECTURAL ELEVATIONS 
PRIOR TO INSTALLATION.

5. E.C. SHALL COORDINATE FINAL LOCATION OF 
FIRE PLACE. CONTROLLER WITH OWNER 
PRIOR TO INSTALLATION.

6. PROVIDE A NEW 20A/1P BREAKER IN PANEL 
'R1S-L-01' AND CONNECT TO IT USING 2#8 AND 
1#8 GND IN 3/4" C.

7. CONNECT NEW TRANSFORMER 'T1N-L-03' TO 
SPARE 125A/3P BREAKER IN PANEL 'P3N-L-01' 
USING 3#1 & 1#2 GND IN 1 1/2" C.

8. CONNECT THE 225A/3P MAIN BREAKER IN NEW 
PANEL 'R1N-L-03' TO NEW TRANSFORMER   
'T1N-L-03' USING 4#250KCM AND 1#2 GND IN      
2 1/2" C.

9. PROVIDE A NEW 125A/3P BREAKER IN PANEL 
AND CONNECT NEW TRANSFOMER 'T1C-L-03' 
TO IT USING 3#1 & 1#2 IN 1 1/2" C.

10. CONNECT THE 225A/3P MAIN BREAKER IN NEW 
PANEL 'RC1-L-03' TO NEW TRANSFORMER 'T1C-
L-03' USING 4#250KCM & 1#2 GND IN 2 1/2" C.

11. PROVIDE A NEW 200A/3P BREAKER IN PANEL 
'P3E-L-02' AND CONNECT PANEL 'P3E-L-05' TO IT 
USING 4#2/0 & 1#6 IN 2" C.

#

GENERAL NOTES :

1. E.C. SHALL VERIFY ALL NEW AND EXISTING 
CIRCUITS WITH EXISTING PANEL SCHEDULES. 
CIRCUIT NUMBERING AND PANEL SCHEDULE 
LAYOUT IS FOR REFERENCE ONLY.

Date Description
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  LOWER LEVEL DEMOLITION PLAN - POWER

GENERAL NOTES :

1. E.C. SHALL REMOVE ALL WIRE AND CONDUIT 
FOR DEVICES BEING DEMOLISHED BACK TO 
THE SOURCE AND RETAIN BREAKERS IN 
PANEL. REFER TO EP100 FOR NEW CIRCUITING 
LAYOUT.

KEYNOTES:

1. ALTERNATE 1 : E.C. SHALL PROVIDE 
ALTERNATE PRICING FOR THESE SPACES WITH 
ALL POWER DEVICES EXISTING TO REMAIN. 
BASE BID IS AS SHOWN. REFER TO EP100 FOR 
BASE BID PRICING.

#

Date Description
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  UPPER ROOF PLAN - ELECTRICAL

KEYNOTES:

1. VFD PROVIDED BY M.C. AND INSTALLED BY E.C.
2. PROVIDE A NEW 35A/3P BREAKER IN EXISTING 

PANEL 'R1E-4-01' LOCATED IN MECHANICAL 
ROOM 4-02 AND CONNECT TO IT USING 3#10 
AND 1#10 GND IN 3/4" C.

#

Date Description
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 1/8" = 1'-0"1
  LOWER LEVEL FLOOR PLAN - FIRE ALARM

GENERAL NOTES :

1. E.C. SHALL REINSTALL ANY FIRE ALARM 
DEVICES RETAINED DURING DEMO. PROVIDE 
ADDITIONAL QUANTITY AS NEEDED.

2. EXISTING SYSTEM MANUFACTURER IS 
JOHNSON CONTROL.

3. CONNECT INITIATING DEVICES TO THE 
EXISTING SLC IN THE AREA. MATCH EXISTING 
CABLE SIZE AND INSTALLATION METHOD.

4. CONNECT NOTIFICATION DEVICES TO THE 
EXISTING SLC IN THE AREA. MATCH EXISTING 
CABLE SIZE AND INSTALLATION METHOD. 
PROVIDE ADDITIONAL POWER SUPPLIES AS 
NEEDED.

KEYNOTES:

1. CIRCUIT TO NEAREST NORMAL POWER 
RECEPTACLE CIRCUIT. MATCH & EXTEND 
WIRING AS NECESSARY.

2. PROVIDE A NEW 20A/1P BREAKER IN PANEL 
'L1S-L-01' IN ELECTRICAL ROOM LL-25 AND 
CONNECT TO IT USING 2#10 & 1#10 GND IN    
3/4" C.

#

Date Description
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 1/8" = 1'-0"1
  LOWER LEVEL DEMOLITION PLAN - FIRE ALARM

GENERAL NOTES :

1. E.C. SHALL RETAIN ANY FIRE ALARM DEVICES 
BEING DEMOLISHED.

KEYNOTES:

1. ALTERNATE 1 : E.C. SHALL PROVIDE 
ALTERNATE PRICING FOR THESE SPACES WITH 
ALL FIRE ALARM DEVICES EXISTING TO 
REMAIN. BASE BID IS AS SHOWN. REFER TO 
ES100 FOR BASE BID PRICING.

#

Date Description
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ALL LAMPS FOR THIS PROJECT SHALL BE FURNISHED AND INSTALLED BY THE ELECTRICAL CONTRACTOR UNLESS OTHERWISE NOTED.
LED LAMP CORRELATED COLOR TEMPERATURE 3500°K, COLOR RENDERING INDEX (CRI) AT OR ABOVE 85 FOR INTERIOR APPLICATIONS.

CATALOG NUMBER SHALL NOT BE CONSIDERED COMPLETE AND MATERIAL SHALL NOT BE ORDERED BY MANUFACTURER AND CATALOG NUMBER ONLY. THE COMPLETE DESCRIPTION  AND THE
SPECIFICATION SHALL BE COORDINATED WITH THE CATALOG NUMBER TO DETERMINE THE EXACT MATERIAL AND ACCESSORIES TO BE ORDERED. THE FIRST MANUFACTURER LISTED IS THE BASIS FOR
DESIGN.

REFER TO SPECIFICATION SECTIONS LIGHTING 26 51 00 FOR ADDITIONAL INFORMATION AND REQUIREMENTS.

HP - HIGH PERFORMANCE / LBF PRS - ELECTRONIC PROGRAM RAPID START BALLAST

ML - MULTI-LEVEL SWITCHING MV - MULTI-VOLTAGE ELECTRONIC 120V-277V

CSA - FINISH SELECTION BY ARCHITECT HL - HIGH / LOW LEVEL BALLAST DALI - DIGITAL DIMMING BALLAST

PAF - PAINT AFTER FABRICATION DIM10 - 0-10V DIMMING BALLAST EM - EMERGENCY BATTERY / BALLAST

FINISH: DIM07 - LINE DIMMING BALLAST EB - ELECTRONIC BALLAST

(TYPE) BALLAST: (TYPE) BALLAST:

RS - REGRESSED STEEL

RA - REGRESSED ALUMINUM O - OTHER (SEE DESCRIPTION)

FS - FLAT STEEL XLP - EXTENDED LIFE & OUTPUT R - HIGH IMPACT OR ACRYLIC

FA - FLAT ALUMINUM XL - EXTENDED LIFE N - NONE

DOOR: O - OTHER (SEE DESCRIPTION L - LOW IRIDESCENT SPECULAR ALUM.

CMH - CERAMIC METAL HALIDE K19 - KSH19 .156" ACRYLIC

O - OTHER (SEE DESCRIPTION) PSMH - PULSE START METAL HALIDE K - KSH12 .125" ACRYLIC

FR - FLANGED RECESSED SMH - SUPER METAL HALIDE P - POLYCARBONATE

PL - POLE MH - METAL HALIDE H - WALL WASHER

CV - COVE HS - HIGH PRESSURE SODIUM G - TEMPERED GLASS

UC - UNDER CABINET LED - LIGHT EMITTING DIODE F - FRESNEL

WL - WALL IN - INCANDESCENT D - PARABOLIC

CL - CEILING SURFACE HL - HALOGEN C - CLEAR ALZAK

SP - SUSPENDED CF - COMPACT FLUORESCENT B - BLACK BAFFLE

RE - RECESSED FL - FLUORESCENT A - .125 ACRYLIC

(MTG) MOUNTING: (TYPE) LAMP TECHNOLOGY: (L/L) LENS / LOUVER:

LUMINAIRE SCHEDULE

ITEM DESCRIPTION

DIMENSIONS

MTG

LAMPS BALLAST

L/L
APPROVED

MANUFACTURERL W H DIA. TYPE QTY MODEL VOLTS TYPE

F1C SOLE SPEC: 6" LED OPEN DOWNLIGHT, COMFORT CLEAR
DIFFUSE FINISH, WITH 40 DEGREE NARROW BEAM
DISTRIBUTION. ROUTE THROUGH LIGHTING CONTACTOR.
PROVIDE GLASS DECORATIVE ELEMENT.

6 3/8" 6" RE LED 1 MAX 9 WATT
MIN 1000 LUMENS

277 V DIM10 O LIGHTOLIER C6RN

F2 6" LED OPEN DOWNLIGHT, COMFORT CLEAR DIFFUSE FINISH,
WITH 55 DEGREE MEDIUM BEAM DISTRIBUTION.

6 3/8" 6" RE LED 1 MAX 15 WATT
MIN 1500 LUMENS

277 V DIM10 O LIGHTOLIER C6RN

F2C SIMILAR TO F2, BUT ROUTE THROUGH LIGHTING
CONTACTOR.

6 3/8" 6" RE LED 1 MAX 15 WATT
MIN 1500 LUMENS

277 V DIM10 O LIGHTOLIER C6RN

F3 6" LED OPEN DOWNLIGHT, COMFORT CLEAR DIFFUSE FINISH,
WITH 72 DEGREE WIDE BEAM DISTRIBUTION.

6 3/8" 6" RE LED 1 MAX 15 WATT
MIN 1500 LUMENS

277 V DIM10 O LIGHTOLIER C6RN

F3C SIMILAR TO F3, BUT ROUTE THROUGH LIGHTING
CONTACTOR.

6 3/8" 6" RE LED 1 MAX 15 WATT
MIN 1500 LUMENS

277 V DIM10 O LIGHTOLIER C6RN

F4 ARCHITECTURAL WALL SCONCE, ADA COMPLIANT, WHITE
ACRYLIC DIFFUSER, ALUMINUM HOUSING, [MRI OPTION].

10 1/2" 4" 1'-5 3/8" WL 1 120 V

F5 SOLE SPEC: SPECIFICATION GRADE VOLUMETRIC LED
TROFFER, ALUMINUM HOUSING, ACRYLIC LENSES, WHITE
ENAMEL FINISH.

4'-0" 2'-0" 3 1/4" RE LED 1 MAX 23 WATT
MIN 3073 LUMENS

277 V DIM10 O METALUX
24EN-LD2-30-UNV-L835

F6 SOLE SPEC: SPECIFICATION GRADE VOLUMETRIC LED
TROFFER, ALUMINUM HOUSING, ACRYLIC LENSES, WHITE
ENAMEL FINISH.

2'-0" 2'-0" 3 1/4" RE LED 1 MAX 24 WATT
MIN 3004 LUMENS

277 V DIM10 O METALUX
22EN-LD2-30-UNV-L835

F6C SIMILAR TO F6, BUT ROUTE THROUGH LIGHTING
CONTACTOR.

2'-0" 2'-0" 3 1/4" RE LED 1 MAX 24 WATT
MIN 3004 LUMENS

277 V DIM10 O METALUX
22EN-LD2-30-UNV-L835

F7 SOLE SPEC: SPECIFICATION GRADE VOLUMETRIC LED
TROFFER, ALUMINUM HOUSING, ACRYLIC LENSES, WHITE
ENAMEL FINISH.

4'-0" 2'-0" 3 1/4" RE LED 1 MAX 34 WATT
MIN 4488 LUMENS

277 V DIM10 O METALUX
24EN-LD2-45-UNV-L835

F8 SOLE SPEC: SPECIFICATION GRADE VOLUMETRIC LED
TROFFER, ALUMINUM HOUSING, ACRYLIC LENSES, WHITE
ENAMEL FINISH.

4'-0" 2'-0" 3 1/4" RE LED 1 MAX 37 WATT
MIN 4968 LUMENS

277 V DIM10 O METALUX
24EN-LD2-49-UNV-L835

F9 SOLE SPEC: SPECIFICATION GRADE VOLUMETRIC LED
TROFFER, ALUMINUM HOUSING, ACRYLIC LENSES, WHITE
ENAMEL FINISH.

2'-0" 2'-0" 3 1/4" RE LED 1 MAX 32 WATT
MIN 3856 LUMENS

277 V DIM10 O METALUX
22EN-LD2-39-UNV-L835

F10 SOLE SPEC: SPECIFICATION GRADE VOLUMETRIC LED
TROFFER, ALUMINUM HOUSING, ACRYLIC LENSES, WHITE
ENAMEL FINISH.

4'-0" 2'-0" 3 1/4" RE LED 1 MAX 41 WATT
MIN 5492 LUMENS

277 V DIM10 O METALUX
24EN-LD2-54-UNV-L835

F11C 6" LED OPEN DOWNLIGHT, COMFORT CLEAR DIFFUSE FINISH,
OPTICAL GRADE SILICONE LENS WITH 40 DEGREE NARROW
BEAM DISTRIBUTION. ROUTE THROUGH LIGHTING
CONTACTOR.

6 3/8" 6" RE LED 1 MAX 9 WATT
MIN 1000 LUMENS

277 V DIM10 O LIGHTOLIER C6RN

F12 LED TANDEM ASYMMETRIC PAIR WITH STEEL DOOR AND
HOUSING AND ACYLIC LENS. EXAM, AMBIENT, READING
FUNCTIONS.

4'-0" 8" 5" RE LED 1 AMBIENT
MIN 2560 LUMENS
MAX 35 WATT
4000K

EXAM
MIN 2970 LUMENS
MAX 45 WATT
4000K

277 V MV O FAILSAFE MNAE

F13 CLEAN ROOM SEALED AND GASKETED TROFFER, WHITE
STEEL HOUSING, IP66, NSF, ALUMINUM DOOR
CONSTRUCTION. WET LOCATION LISTED.

2'-0" 2'-0" 3 1/2" RE LED 1 MAX 37 WATT
MIN 3384 LUMENS

277 V DIM10 K FAIL-SAFE CLP

F14 EXTRUDED ALUMINUM LINEAR LED, STEEL REFLECTORS
WITH FROSTED LENS.

6'-0" 3 9/16" 1 9/16" RE LED 1 MAX 6.2 WATT/FT
630 LUMEN/FT

277 V DIM10 O AXIS CLKLED

F14C SIMILAR TO F14, BUT ROUTE THROUGH LIGHTING
CONTACTOR.

6'-0" 3 9/16" 1 9/16" RE LED 1 MAX 6.2 WATT/FT
630 LUMEN/FT

277 V DIM10 O AXIS CLKLED

F15 RECESSED LED STATIC GRID LENSED TROFFER WITH FS
DOOR.

2'-0" 2'-0" 3 1/4" RE LED 1 MAX 20 WATT
MIN 2459 LUMENS

277 V DIM10 A METALUX 22GR

F16 DECORATIVE WALL VANITY FIXTURE WITH SATIN ACRYLIC
DIFFUSER.
MOUNT BOTTOM OF FIXTURE TWO INCHES (0'-2") ABOVE
MIRROR.

2'-0" 3" 1 1/2" WL LED 1 MAX 4.2WATT/FT
MIN. 480 LM/FT.

277 V MV O PRUDENTIAL HSS
PICASSO EMI

F17 CLEAN ROOM SEALED AND GASKETED TROFFER, WHITE
STEEL HOUSING, IP66, NSF, ALUMINUM DOOR
CONSTRUCTION. WET LOCATION LISTED.

4'-0" 1'-0" 3 1/2" RE LED 1 MAX 27 WATT
MIN 2400 LUMENS

277 V DIM10 K FAIL-SAFE CLP

F18 CLEAN ROOM SEALED AND GASKETED TROFFER, WHITE
STEEL HOUSING, IP66, NSF, ALUMINUM DOOR
CONSTRUCTION. WET LOCATION LISTED.

4'-0" 1'-0" 3 1/2" RE LED 1 MAX 19 WATT
MIN 1650 LUMENS

277 V DIM10 K FAIL-SAFE CLP

F19C EXTRUDED ALUMINUM LINEAR LED WITH FROSTED LENS.
ROUTE THROUGH LIGHTING CONTACTOR.

4'-0" 4" 5 1/2" RE LED 1 MAX 4.85 WATT/FT
571 LUMEN/FT

277 V DIM10 A NULITE RT6D

F20 4' SUSPENDED INDUSTRIAL, STEEL HOUSING WITH BAKED
WHITE FINISH, DIFFUSE ACRYLIC LENS.

4'-0" 10" 3 1/4" SP LED 1 MAX 29 WATT
MIN 3600 LUMENS

277 V MV O LITHONIA MSL

F21C EXTRUDED ALUMINUM LINEAR LED WITH FROSTED LENS.
ROUTE THROUGH LIGHTING CONTACTOR.

2'-0" 4" 5 1/2" RE LED 1 MAX 4.85 WATT/FT
571 LUMEN/FT

277 V DIM10 O NULITE RT6D

F22C 4" RECESSED LED LENSED WALL WASH. ROUTE THROUGH
LIGHTING CONTACTOR.

4" 4" 4" RE LED 1 MAX 16 WATT
MIN 1500 LUMENS

277 V DIM10 O PORTFOLIO LDSQ4B

F24 ARCHITECTURAL WALL MOUNTED FIXTURE WITH BRONZE
THERMOSET POWDER COAT FINISH. COMFORT FORWARD
THROW DISTRIBUTION. WET LISTED.
MOUNT FIXTURE AT 14'-0" FROM BOTTOM LANDING.

1'-5" 6" 8 1/2" WL LED 1 MAX 24 WATT
MIN. 3000 LUMENS

277 V MV O LITHONIA WST

F25 LANDSCAPE LIGHTING WITH ALUMINUM HOUSING AND
BRONZE TEXTURED FINISH. FLOOD DISTRIBUTION WITH
WATERSHED LENS.
PROVIDE MOUNTING STAKE AND HONEYCOMB LOUVER WITH
A SHORT FLUSH EXTERNAL CAP. PROVIDE 15W ELECTRONIC
TRANSFORMER.
MOUNT WITHIN 3'-0" TO 5'-0" OF TREE STUMP. COORDINATE
FINAL LOCATION WITH LANDSCAPE ARCHITECTS.

8 13/64" 4" O LED 1 MAX 12 WATT
MIN 350 LUMENS
3000K

120 V MV O HYDREL
ASPEN-A-3LED16-30K-120-
FL-WSL-350R-STK-PM60B-I
HL-C1-BRT

F26 LANDSCAPE LIGHTING WITH ALUMINUM HOUSING AND
BRONZE TEXTURED FINISH. FLOOD DISTRIBUTION WITH
WATERSHED LENS.
PROVIDE MOUNTING STAKE AND HONEYCOMB LOUVER WITH
LINEAR SPREAD LENS WITH A SHORT FLUSH EXTERNAL CAP.
PROVIDE 15W ELECTRONIC TRANSFORMER.
COORDINATE FINAL LOCATION WITH LANDSCAPE
ARCHITECTS.

8 13/64" 4" O LED 1 MAX 12 WATT
MIN 350 LUMENS
3000K

120 V MV O HYDREL
ASPEN-A-3LED16-30K-120-
FL-WSL-350R-STK-PM60B-I
HL-L2-C1-BRT

F27 2' UNDER CABINET UNIT WITH SOLID FRONT & PRISMATIC
LENS, PAINTED STEEL HOUSING. ROCKER SWITCH

1'-11" 5" 1 1/2" UC LED 1 MAX 12.3 WATT
MIN. 1220 LUMENS

277 V MV O HEALTHCARE LIGHTING

F28 LOW LEVEL AREA BOLLARD WITH COPPER-FREE ALUMINUM
HOUSING WITH BRONZE FINISH. 360 DEGREE SYMMETRIC
DISTRIBUTION.
WET LOCATION LISTED.

3'-6" 8" O LED 1 MAX 84 WATT
MIN. 1535 LUMENS
4000K

277 V MV O LITHONIA 3110C

X1 SINGLE-FACE EXIT SIGN, WHITE THERMOPLASTIC BODY, RED
LETTERS, UNIVERSAL ARROWS/MOUNTING.

1'-1" 2" 9" CL LED 1 3 WATT
L.E.D.

277 V MV O DUAL-LITE EVE
LITHONIA LQMS 1
PHILIPS CHLORIDE

X2 DOUBLE-FACE EXIT SIGN, WHITE THERMOPLASTIC BODY,
RED LETTERS, UNIVERSAL ARROWS/MOUNTING.

1'-1" 2" 9" CL LED 1 3 WATT
L.E.D.

277 V MV O DUAL-LITE EVE
LITHONIA LQMS 3
PHILIPS CHLORIDE

GENERAL NOTES :

1. CIRCUIT NUMBERING AND PANEL SCHEDULE 
LAYOUT IS FOR REFERENCE ONLY. E.C. SHALL 
CONFIRM NEW CIRCUITS WITH EXISTING 
CIRCUITS TO REMAIN AND ADJUST CIRCUIT 
NUMBERS AS NECESSARY.

[Key*:] *R = RELOCATED BREAKER, *G = GFI BREAKER, *10 = #10 WIRE

Total Amps: 69.44 64.94 49.17

Total Load: 8.08 kVA 7.54 kVA 5.9 kVA

83 Receptacles, SCALE, *10 20 A 1 0.72 0.72 1 20 A Receptacles 84

81 Receptacles 20 A 1 0.72 0.86 1 20 A Receptacles, PRINTER, SCOPES, *10 82

79 Receptacles 20 A 1 0.36 0.72 1 20 A Receptacles 80

77 Receptacles, *10 20 A 1 0.36 0.72 1 20 A Receptacles 78

75 Receptacles, *10 20 A 1 0.9 0.72 1 20 A Receptacles 76

73 Receptacles 20 A 1 0.36 0.72 1 20 A Receptacles, *10 74

71 Receptacles 20 A 1 0.36 0.5 1 20 A FURNITURE 72

69 Receptacles, PRINTER, SCOPES, *10 20 A 1 0.86 1 1 20 A FURNITURE, *10 70

67 Receptacles, PRINTER, SCOPES, *10 20 A 1 0.86 1.9 1 20 A PRINTER, *10 68

65 Receptacles 20 A 1 0.72 0.36 1 20 A Receptacles, *10 66

63 Receptacles 20 A 1 0.72 0.5 1 20 A PRINTER, *10 64

61 Receptacles 20 A 1 0.72 1.9 1 20 A PRINTER, *10 62

59 Receptacles, *10 20 A 1 0.72 0.72 1 20 A Receptacles, *10 60

57 Receptacles, *10 20 A 1 0.54 0.72 1 20 A Receptacles, *10 58

55 Receptacles, *10 20 A 1 0.54 0 1 20 A EXISTING LOAD, *R 56

53 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 54

51 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 52

49 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 50

47 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 48

45 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 46

43 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 44

41 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 42

39 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 40

37 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 38

35 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 36

33 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 34

31 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 32

29 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 30

27 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 28

25 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 26

23 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 24

21 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 22

19 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 20

17 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 18

15 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 16

13 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 14

11 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 12

9 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 10

7 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 8

5 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 6

3 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 4

1 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 2

CKT NO. LOAD DESCRIPTION

OVERCURRENT
PROTECTION

AMPS                         P

A B C
OVERCURRENT

PROTECTION
P                          AMPS LOAD DESCRIPTION CKT NO.

Panel Notes: EXISTING EATON PANEL

LOCATION: ELECTRICAL LL-25 DEMAND: 16.51 kVA

SCCR: 65,000 A WIRE: 4

FED FROM: T1N-L-01 GROUND BUS PHASE: 3

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 120/208 Wye

TYPE: BOLT-ON MAIN: 150 A/MCB

PANEL NAME: R1N-L-01 CONNECTED 21.5 kVA

[Key*:] *R = RELOCATED BREAKER, *G = GFI BREAKER, *10 = #10 WIRE

Total Amps: 22.05 13.5 21.38

Total Load: 2.52 kVA 1.62 kVA 2.44 kVA

83 84

81 82

79 80

77 78

75 76

73 74

71 72

69 BED, MONITOR, *10 20 A 1 0.54 70

67 BED, MONITOR, *10 20 A 1 0.54 0.54 1 20 A BED, MONITOR, *10 68

65 Receptacles 20 A 1 0.72 1 1 20 A FURNITURE, *10 66

63 Receptacles 20 A 1 0.36 0.72 1 20 A Receptacles, *10 64

61 Receptacles 20 A 1 0.72 0.72 1 20 A Receptacles 62

59 0.72 1 20 A Receptacles, *10 60

57 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 58

55 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 56

53 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 54

51 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 52

49 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 50

47 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 48

45 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 46

43 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 44

41 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 42

39 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 40

37 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 38

35 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 36

33 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 34

31 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 32

29 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 30

27 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 28

25 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 26

23 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 24

21 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 22

19 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 20

17 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 18

15 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 16

13 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 14

11 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 12

9 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 10

7 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 8

5 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 6

3 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 4

1 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 2

CKT NO. LOAD DESCRIPTION

OVERCURRENT
PROTECTION

AMPS                         P

A B C
OVERCURRENT

PROTECTION
P                          AMPS LOAD DESCRIPTION CKT NO.

Panel Notes: EXISTING EATON PANEL

LOCATION: ELECTRICAL LL-25 DEMAND: 6.58 kVA

SCCR: 65,000 A WIRE: 4

FED FROM: T1C-L-01 GROUND BUS PHASE: 3

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 120/208 Wye

TYPE: BOLT-ON MAIN: 225 A/MCB

PANEL NAME: R1C-L-01 CONNECTED 6.6 kVA

Date Description
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[Key*:] *R = RELOCATED BREAKER, *G = GFI BREAKER, *10 = #10 WIRE

Total Amps: 106.4 117.56 104.67

Total Load: 12.74 kVA 14.08 kVA 12.56 kVA

83 84

81 82

79 80

77 78

75 76

73 74

71 Receptacles 20 A 1 0.72 72

69 Receptacles 20 A 1 0.9 0.36 1 20 A Receptacles 70

67 Receptacles, Lighitng 20 A 1 0.22 0.36 1 20 A Receptacles 68

65 ELECTRIC FIREPLACE 20 A 1 1 0.36 1 20 A Receptacles 66

63 COFFEE 20 A 1 1.4 0.36 1 20 A Receptacles 64

61 COFFEE 20 A 1 1.4 0.36 1 20 A Receptacles 62

59 UC REF, *G 20 A 1 0.6 0.9 1 20 A Receptacles, *10 60

57 Receptacles 20 A 1 0.36 0.7 1 20 A ICE, *G, *10 58

55 Receptacles 20 A 1 0.36 1.4 1 20 A COFFEE, *10 56

53 EWC, *G 20 A 1 0.6 1.4 1 20 A COFFEE, *10 54

51 EWC, *G 20 A 1 0.6 1.5 1 20 A BLANKET WARMER, *10 52

49 Receptacles 20 A 1 0.54 0.54 1 20 A Receptacles, *10 50

47 Receptacles 20 A 1 0.36 0.9 1 20 A Receptacles, *10 48

45 Receptacles 20 A 1 0.36 0.36 1 20 A Receptacles, CART, *10 46

43 Receptacles 20 A 1 0.86 0.18 1 20 A Receptacles 44

41 Receptacles 20 A 1 0.86 0.36 1 20 A Receptacles 42

39 Receptacles, *10 20 A 1 1.54 1.4 1 20 A COFFEE 40

37 Receptacles, *10 20 A 1 1.36 1.4 1 20 A COFFEE 38

35 Receptacles, *10 20 A 1 1.54 0.7 1 20 A ICE, *G 36

33 Receptacles, *10 20 A 1 1.54 0.8 1 20 A REFRIG, *G 34

31 Receptacles, *10 20 A 1 1.54 0.68 1 20 A Receptacles, PRINTER 32

29 Receptacles, *10 20 A 1 1.54 0.72 1 20 A Receptacles, *10 30

27 Receptacles, *10 20 A 1 1.54 0.36 1 20 A Receptacles 28

25 Receptacles 20 A 1 1.54 0 -- -- EXISTING LOAD, *R 26 --

-- 23 EXISTING LOAD, *R -- -- 0 0 -- -- EXISTING LOAD, *R 24 --

-- 21 EXISTING LOAD, *R -- -- 0 0 -- -- EXISTING LOAD, *R 22 --

-- 19 EXISTING LOAD, *R -- -- 0 0 -- -- EXISTING LOAD, *R 20 --

-- 17 EXISTING LOAD, *R -- -- 0 0 -- -- EXISTING LOAD, *R 18 --

-- 15 EXISTING LOAD, *R -- -- 0 0 -- -- EXISTING LOAD, *R 16 --

-- 13 EXISTING LOAD, *R -- -- 0 0 -- -- EXISTING LOAD, *R 14 --

-- 11 EXISTING LOAD, *R -- -- 0 0 -- -- EXISTING LOAD, *R 12 --

-- 9 EXISTING LOAD, *R -- -- 0 0 -- -- EXISTING LOAD, *R 10 --

-- 7 EXISTING LOAD, *R -- -- 0 0 -- -- EXISTING LOAD, *R 8 --

-- 5 EXISTING LOAD, *R -- -- 0 0 -- -- EXISTING LOAD, *R 6 --

-- 3 EXISTING LOAD, *R -- -- 0 0 -- -- EXISTING LOAD, *R 4 --

-- 1 EXISTING LOAD, *R -- -- 0 0 -- -- EXISTING LOAD, *R 2 --

CKT NO. LOAD DESCRIPTION

OVERCURRENT
PROTECTION

AMPS                         P

A B C
OVERCURRENT

PROTECTION
P                          AMPS LOAD DESCRIPTION CKT NO.

Panel Notes: EXISTING EATON PANEL

LOCATION: ELECTRICAL LL-116 DEMAND: 26.41 kVA

SCCR: 65,000 A WIRE: 4

FED FROM: T1N-L-02 GROUND BUS PHASE: 3

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 120/208 Wye

TYPE: BOLT-ON MAIN: 225 A/MCB

PANEL NAME: R1N-L-02 CONNECTED 39.4 kVA

[Key*:]

Total Amps: 44.69 44.69 32

Total Load: 5.16 kVA 5.16 kVA 3.84 kVA

83 SPARE 20 A 1 0 0 1 20 A SPARE 84

81 SPARE 20 A 1 0 0 1 20 A SPARE 82

79 SPARE 20 A 1 0 0 1 20 A SPARE 80

77 SPARE 20 A 1 0 0 1 20 A SPARE 78

75 SPARE 20 A 1 0 0 1 20 A SPARE 76

73 SPARE 20 A 1 0 0 1 20 A SPARE 74

71 SPARE 20 A 1 0 0 1 20 A SPARE 72

69 SPARE 20 A 1 0 0 1 20 A SPARE 70

67 SPARE 20 A 1 0 0 1 20 A SPARE 68

65 SPARE 20 A 1 0 0 1 20 A SPARE 66

63 SPARE 20 A 1 0 0 1 20 A SPARE 64

61 SPARE 20 A 1 0 0 1 20 A SPARE 62

59 SPARE 20 A 1 0 0 1 20 A SPARE 60

57 SPARE 20 A 1 0 0 1 20 A SPARE 58

55 SPARE 20 A 1 0 0 1 20 A SPARE 56

53 SPARE 20 A 1 0 0 1 20 A SPARE 54

51 SPARE 20 A 1 0 0 1 20 A SPARE 52

49 SPARE 20 A 1 0 0 1 20 A SPARE 50

47 SPARE 20 A 1 0 0 1 20 A SPARE 48

45 SPARE 20 A 1 0 0 1 20 A SPARE 46

43 SPARE 20 A 1 0 0 1 20 A SPARE 44

41 SPARE 20 A 1 0 0 1 20 A SPARE 42

39 SPARE 20 A 1 0 0 1 20 A SPARE 40

37 SPARE 20 A 1 0 0 1 20 A SPARE 38

35 SPARE 20 A 1 0 0 1 20 A SPARE 36

33 SPARE 20 A 1 0 0 1 20 A SPARE 34

31 SPARE 20 A 1 0 0 1 20 A SPARE 32

29 SPARE 20 A 1 0 0 1 20 A SPARE 30

27 SPARE 20 A 1 0 0 1 20 A SPARE 28

25 SPARE 20 A 1 0 0 1 20 A SPARE 26

23 SPARE 20 A 1 0 0 1 20 A SPARE 24

21 SPARE 20 A 1 0 0 1 20 A SPARE 22

19 SPARE 20 A 1 0 0 1 20 A SPARE 20

17 Receptacles 20 A 1 0.54 0.36 1 20 A Receptacles 18

15 Receptacles, PRINTER, SCOPES 20 A 1 0.86 0.86 1 20 A Receptacles, PRINTER, SCOPES 16

13 Receptacles, PRINTER, SCOPES 20 A 1 0.86 0.86 1 20 A Receptacles, PRINTER, SCOPES 14

11 Receptacles 20 A 1 0.36 0.86 1 20 A Receptacles, PRINTER, SCOPES 12

9 Receptacles, PRINTER, SCOPES 20 A 1 0.86 0.86 1 20 A Receptacles, PRINTER, SCOPES 10

7 Receptacles, PRINTER, SCOPES 20 A 1 0.86 0.86 1 20 A Receptacles, PRINTER, SCOPES 8

5 Receptacles, PRINTER, SCOPES 20 A 1 0.86 0.86 1 20 A Receptacles, PRINTER, SCOPES 6

3 Receptacles, PRINTER, SCOPES 20 A 1 0.86 0.86 1 20 A Receptacles, PRINTER, SCOPES 4

1 Receptacles, PRINTER, SCOPES 20 A 1 0.86 0.86 1 20 A Receptacles, PRINTER, SCOPES 2

CKT NO. LOAD DESCRIPTION

OVERCURRENT
PROTECTION

AMPS                         P

A B C
OVERCURRENT

PROTECTION
P                          AMPS LOAD DESCRIPTION CKT NO.

Panel Notes:

LOCATION: ELEC LL-134 DEMAND: 12.08 kVA

SCCR: 65,000 A WIRE: 4

FED FROM: T1N-L03 GROUND BUS PHASE: 3

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 120/208 Wye

TYPE: BOLT-ON MAIN: 225 A/MCB

PANEL NAME: R1N-L-03 CONNECTED 14.2 kVA

[Key*:] *R = RELOCATED BREAKER, *G = GFI BREAKER, *10 = #10 WIRE

Total Amps: 64.5 68.76 66.42

Total Load: 7.74 kVA 8.22 kVA 7.94 kVA

83 84

81 82

79 80

77 78

75 76

73 74

71 72

69 70

67 68

65 66

63 64

61 62

59 60

57 58

55 56

53 54

51 DOOR 20 A 1 1 52

49 DOOR 20 A 1 0.5 1 1 20 A DOOR 50

47 0.96 1 20 A HOOD, *10 48

45 Receptacles 20 A 1 0.36 0.96 1 20 A HOOD, *10 46

43 DOOR 20 A 1 1.5 0.96 1 20 A HOOD, *10 44

41 Receptacles 20 A 1 0.36 0.84 1 20 A REFRIG 42

39 Receptacles, MONITOR 20 A 1 0.72 0.5 1 20 A PRINTER, *10 40

37 Receptacles 20 A 1 0.36 0.36 1 20 A Receptacles, *10 38

35 Receptacles, MONITOR 20 A 1 0.72 0.72 1 20 A Receptacles 36

33 Receptacles 20 A 1 0.86 0.5 1 20 A PRINTER, *10 34

31 Receptacles, MONITOR 20 A 1 0.72 0.72 1 20 A Receptacles, *10 32

29 Receptacles, *10 20 A 1 0.54 0.5 1 20 A MED MAIN, *10 30

27 Receptacles, *10 20 A 1 0.36 0.8 1 20 A REFRIG, *10 28

25 Receptacles, *10 20 A 1 0.54 0.18 1 20 A Receptacles 26

23 Receptacles, *10 20 A 1 0.54 1.5 1 20 A BLANKET WARMER 24

21 Receptacles, *10 20 A 1 0.54 0.36 1 20 A Receptacles 22

19 Receptacles, *10 20 A 1 0.54 0.36 1 20 A Receptacles, *10 20

17 Receptacles, *10 20 A 1 0.54 0.72 1 20 A Receptacles, *10 18

15 Receptacles 20 A 1 0.54 0.72 1 20 A Receptacles 16

13 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 14

11 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 12

9 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 10

7 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 8

5 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 6

3 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 4

1 EXISTING LOAD, *R 20 A 1 0 0 1 20 A EXISTING LOAD, *R 2

CKT NO. LOAD DESCRIPTION

OVERCURRENT
PROTECTION

AMPS                         P

A B C
OVERCURRENT

PROTECTION
P                          AMPS LOAD DESCRIPTION CKT NO.

Panel Notes: EXISTING EATON PANEL

LOCATION: ELECTRICAL LL-116 DEMAND: 19.2 kVA

SCCR: 65,000 A WIRE: 4

FED FROM: T1C-L-02 GROUND BUS PHASE: 3

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 120/208 Wye

TYPE: BOLT-ON MAIN: 225 A/MCB

PANEL NAME: R1C-L-02 CONNECTED 23.9 kVA

[Key*:]

Total Amps: 29.08 29.08 13.5

Total Load: 3.24 kVA 3.24 kVA 1.62 kVA

83 SPARE 20 A 1 0 0 1 20 A SPARE 84

81 SPARE 20 A 1 0 0 1 20 A SPARE 82

79 SPARE 20 A 1 0 0 1 20 A SPARE 80

77 SPARE 20 A 1 0 0 1 20 A SPARE 78

75 SPARE 20 A 1 0 0 1 20 A SPARE 76

73 SPARE 20 A 1 0 0 1 20 A SPARE 74

71 SPARE 20 A 1 0 0 1 20 A SPARE 72

69 SPARE 20 A 1 0 0 1 20 A SPARE 70

67 SPARE 20 A 1 0 0 1 20 A SPARE 68

65 SPARE 20 A 1 0 0 1 20 A SPARE 66

63 SPARE 20 A 1 0 0 1 20 A SPARE 64

61 SPARE 20 A 1 0 0 1 20 A SPARE 62

59 SPARE 20 A 1 0 0 1 20 A SPARE 60

57 SPARE 20 A 1 0 0 1 20 A SPARE 58

55 SPARE 20 A 1 0 0 1 20 A SPARE 56

53 SPARE 20 A 1 0 0 1 20 A SPARE 54

51 SPARE 20 A 1 0 0 1 20 A SPARE 52

49 SPARE 20 A 1 0 0 1 20 A SPARE 50

47 SPARE 20 A 1 0 0 1 20 A SPARE 48

45 SPARE 20 A 1 0 0 1 20 A SPARE 46

43 SPARE 20 A 1 0 0 1 20 A SPARE 44

41 SPARE 20 A 1 0 0 1 20 A SPARE 42

39 SPARE 20 A 1 0 0 1 20 A SPARE 40

37 SPARE 20 A 1 0 0 1 20 A SPARE 38

35 SPARE 20 A 1 0 0 1 20 A SPARE 36

33 SPARE 20 A 1 0 0 1 20 A SPARE 34

31 SPARE 20 A 1 0 0 1 20 A SPARE 32

29 SPARE 20 A 1 0 0 1 20 A SPARE 30

27 SPARE 20 A 1 0 0 1 20 A SPARE 28

25 SPARE 20 A 1 0 0 1 20 A SPARE 26

23 SPARE 20 A 1 0 0 1 20 A SPARE 24

21 SPARE 20 A 1 0 0 1 20 A SPARE 22

19 SPARE 20 A 1 0 0 1 20 A SPARE 20

17 SPARE 20 A 1 0 0 1 20 A SPARE 18

15 BED, MONITOR 20 A 1 0.54 0.54 1 20 A BED, MONITOR 16

13 BED, MONITOR 20 A 1 0.54 0.54 1 20 A BED, MONITOR 14

11 SPARE 20 A 1 0 0.54 1 20 A BED, MONITOR 12

9 BED, MONITOR 20 A 1 0.54 0.54 1 20 A BED, MONITOR 10

7 BED, MONITOR 20 A 1 0.54 0.54 1 20 A BED, MONITOR 8

5 BED, MONITOR 20 A 1 0.54 0.54 1 20 A BED, MONITOR 6

3 BED, MONITOR 20 A 1 0.54 0.54 1 20 A CHAIR, MONITOR 4

1 BED, MONITOR 20 A 1 0.54 0.54 1 20 A BED, MONITOR 2

CKT NO. LOAD DESCRIPTION

OVERCURRENT
PROTECTION

AMPS                         P

A B C
OVERCURRENT

PROTECTION
P                          AMPS LOAD DESCRIPTION CKT NO.

Panel Notes:

LOCATION: ELEC LL-134 DEMAND: 8.1 kVA

SCCR: 65,000 A WIRE: 4

FED FROM: T1C-L-03 GROUND BUS PHASE: 3

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 120/208 Wye

TYPE: BOLT-ON MAIN: 225 A/MCB

PANEL NAME: R1C-L-03 CONNECTED 8.1 kVA

GENERAL NOTES :

1. CIRCUIT NUMBERING AND PANEL SCHEDULE 
LAYOUT IS FOR REFERENCE ONLY. E.C. SHALL 
CONFIRM NEW CIRCUITS WITH EXISTING 
CIRCUITS TO REMAIN AND ADJUST CIRCUIT 
NUMBERS AS NECESSARY.

Date Description
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[Key*:] *10 = #10 WIRE, *C = LIGHTING CONTACTOR

Total Amps: 16.58 0 0

Total Load: 4.59 kVA 0 kVA 0 kVA

41 42

39 40

37 38

35 36

33 34

31 32

29 30

27 28

25 26

23 24

21 22

19 Lighting, *10, *C 20 A 1 4.59 20

17 SPARE 20 A 1 0 0 1 20 A EXISTING LOAD 18

15 SPARE 20 A 1 0 0 1 20 A SPARE 16

13 SPARE 20 A 1 0 0 1 20 A SPARE 14

11 SPARE 20 A 1 0 0 1 20 A SPARE 12

9 SPARE 20 A 1 0 0 1 20 A SPARE 10

7 EXISTING LOAD 20 A 1 0 0 1 20 A SPARE 8

5 EXISTING LOAD 20 A 1 0 0 1 20 A EXISTING LOAD 6

3 EXISTING LOAD 20 A 1 0 0 1 20 A EXISTING LOAD 4

1 EXISTING LOAD 20 A 1 0 0 1 20 A EXISTING LOAD 2

CKT NO. LOAD DESCRIPTION

OVERCURRENT
PROTECTION

AMPS                         P

A B C
OVERCURRENT

PROTECTION
P                          AMPS LOAD DESCRIPTION CKT NO.

Panel Notes: EXISTING EATON PANEL, NEW BREAKERS SHALL MATCH SCCR RATING OF PANEL.

LOCATION: ELECTRICAL LL-25 DEMAND: 4.59 kVA

SCCR: WIRE: 4

FED FROM: P3C-L-03 GROUND BUS PHASE: 3

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 480/277 Wye

TYPE: BOLT-ON MAIN: 100 A/MLO

PANEL NAME: L3C-L-01 CONNECTED 4.6 kVA

[Key*:] *10 = #10 WIRE, *C = LIGHTING CONTACTOR

Total Amps: 0 0 3.51

Total Load: 0 kVA 0 kVA 0.97 kVA

41 42

39 40

37 38

35 36

33 34

31 32

29 30

27 28

25 Lighting, *C 20 A 1 0 26

23 Lighting, *10 20 A 1 0.97 0 -- -- -- 24 --

-- 21 -- -- -- 0 0 -- -- -- 22 --

-- 19 -- -- -- 0 0 3 100 A EXISTING LOAD 20

17 EXISTING LOAD 50 A 3 0 0 1 20 A SPARE 18

15 EXISTING LOAD 20 A 1 0 0 1 20 A SPARE 16

13 EXISTING LOAD 20 A 1 0 0 1 20 A SPARE 14

11 EXISTING LOAD 20 A 1 0 0 1 20 A EXISTING LOAD 12

9 EXISTING LOAD 20 A 1 0 0 1 20 A EXISTING LOAD 10

7 EXISTING LOAD 20 A 1 0 0 1 20 A EXISTING LOAD 8

5 EXISTING LOAD 20 A 1 0 0 1 20 A EXISTING LOAD 6

3 EXISTING LOAD 20 A 1 0 0 1 20 A EXISTING LOAD 4

1 EXISTING LOAD 20 A 1 0 0 1 20 A EXISTING LOAD 2

CKT NO. LOAD DESCRIPTION

OVERCURRENT
PROTECTION

AMPS                         P

A B C
OVERCURRENT

PROTECTION
P                          AMPS LOAD DESCRIPTION CKT NO.

Panel Notes: EXISTING EATON PANEL, NEW BREAKERS SHALL MATCH SCCR RATING OF PANEL.

LOCATION: ELECTRICAL LL-25 DEMAND: 0.97 kVA

SCCR: WIRE: 4

FED FROM: ATS LS3-L-01 GROUND BUS PHASE: 3

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 480/277 Wye

TYPE: BOLT-ON MAIN: 225 A/MLO

PANEL NAME: L3S-L-01 CONNECTED 1 kVA

[Key*:] *10 = #10 WIRE, *C = LIGHTING CONTACTOR

Total Amps: 14.65 0 0

Total Load: 4.06 kVA 0 kVA 0 kVA

41 42

39 40

37 38

35 36

33 34

31 32

29 30

27 28

25 26

23 24

21 22

19 LIGHTING CONTACTOR 20 A 1 0.2 3.86 1 20 A Lighting, *10, *C 20

17 SPARE 20 A 1 0 0 1 20 A EXISTING LOAD 18

15 EXISTING LOAD 20 A 1 0 0 1 20 A SPARE 16

13 EXISTING LOAD 20 A 1 0 0 1 20 A SPARE 14

11 EXISTING LOAD 20 A 1 0 0 1 20 A EXISTING LOAD 12

9 EXISTING LOAD 20 A 1 0 0 1 20 A EXISTING LOAD 10

7 EXISTING LOAD 20 A 1 0 0 1 20 A EXISTING LOAD 8

5 EXISTING LOAD 20 A 1 0 0 1 20 A EXISTING LOAD 6

3 EXISTING LOAD 20 A 1 0 0 1 20 A EXISTING LOAD 4

1 EXISTING LOAD 20 A 1 0 0 1 20 A EXISTING LOAD 2

CKT NO. LOAD DESCRIPTION

OVERCURRENT
PROTECTION

AMPS                         P

A B C
OVERCURRENT

PROTECTION
P                          AMPS LOAD DESCRIPTION CKT NO.

Panel Notes: EXISTING EATON PANEL, NEW BREAKERS SHALL MATCH SCCR RATING OF PANEL.

LOCATION: ELECTRICAL LL-25 DEMAND: 4.06 kVA

SCCR: WIRE: 4

FED FROM: P3N-L-01 GROUND BUS PHASE: 3

MOUNTING: SURFACE SOLID NEUTRAL VOLTS: 480/277 Wye

TYPE: BOLT-ON MAIN: 100 A/MLO

PANEL NAME: L3N-L-01 CONNECTED 4.1 kVA

GENERAL NOTES :

1. CIRCUIT NUMBERING AND PANEL SCHEDULE 
LAYOUT IS FOR REFERENCE ONLY. E.C. SHALL 
CONFIRM NEW CIRCUITS WITH EXISTING 
CIRCUITS TO REMAIN AND ADJUST CIRCUIT 
NUMBERS AS NECESSARY.

NO SCALE1
  LIGHTING CONTACTOR DETAIL

N
O R HT

 1/4" = 1'-0"2
  LOWER LEVEL FLOOR PLAN - TREATMENT ROOM POWER

GENERAL NOTES :

1. ALL UNSHADED RECEPTACLES SHALL BE FED FROM NORMAL POWER PANEL 'R1N-L-02'. ALL SHADED RECEPTACLES SHALL BE FED FROM CRITICAL 
POWER PANEL 'R1C-L-02'.

Date Description
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